
SUBJECT; 

TO: 

KNOX COUNTY 
(Galesburg) 

DWPC/FOS & RU 

MEMORANDUM 

-Gates Rubber Company 
Wastewater Discharges 
Wastewater Pretreatment Facilities (WWPTF) 
Industrial User Inspection 

FROM: James E. Kammueller, DWPC-FOS, Region 3 

DATE: June 27, 1990 

INTERVIEWED; Robert Seibert, Customer Relations Manager .;:C':: 
Roy Darst, Power Plant Operator .,= ;; .̂.-.i 
Howard Lozier, Maintenance Superintendent 
George Hobbs, Pipefitter and WWPTF Operator 
Dick Ryner, Area Production Manager 
Chuck Buchna, Plant Engineer (by phone on July 9, 1990) 

r:cv 

On the above date, the writer, accompanied by James Browning of 
the Galesburg Sanitary District (GSD), conducted the subject 
inspection. This industry employs 550 people and produces about 
300,000 feet/day of various types of rubber hose including 
hydraulic, automotive, garden and low pressure industrial. Low t 
pressure industrial hose is their largest market. 

They produce about 750,000 lbs/day of raw rubber of which 
greater than 98% is synthetic-neoprene, butyl, nitrile, EPDM and 
hypalon. Natural rubber is used in some patching or seam 
applications, but generally is not resistant enough to oil and 
abrasion for today's products. Raw material used in the synthetic 
rubber include carbon black, various oils, polymers, hypalon, 
sulfur, etc. These are stored in dry or liquid form. There are no 
longer any underground storage tanks and all above ground storage 
tanks are diked. A fuel oil UST was abandoned 3-4 years ago. A 
copy of a map from the company's 1979 SPCC plan is attached. The 
two 420,000-gallon tanks are now used for storage of scrap oil. One 
tank was empty and the other contained some oil. Number 2 fuel oil 
is stored in a 50,000-gallon tank for use as stand-by power house 
fuel. 

The company had a fuel oil spill in January, 1990, from an 
underground pipeline. They are now doing borings to determine the 
extent of remediation required and will move underground lines to 
above ground. 

Water for process and sanitary purposes is obtained from the 
City of Galesburg. All process and sanitary wastewaters are 
discharged to the GSD. The only discharges to surface waters are 
two storm sewers known as the north and south sewers. At one time 
these outfalls received process wastewater as noted further below in 
this report. There are four main points of discharge to the GSD 
sewer system known as the north, west (2) and south connections. 

EPA Region 5 Records Ctr. 

325917 
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These four discharges combine on the north side of Gates and then 
enter a GSD lift station. Pretreatment program monitoring occurs at 
the influent to this station. The west connections serve the old 
and new (west) power house buildings but the new connection is 
seldom used. 

An oil separator tank is provided to pretreat certain process 
wastewaters tributary to the south connection. A gravity oil 
separator tank is also provided in the power house for removing oil 
from air compressor receiver blow down. Waste oil is taken by 
Safety Kleen of Rock Island. 

The following is a listing of various wastewater streams 
generated: 

Stream Treatment Sewer Connection 

Boiler biowdown 
Air receiver biowdown Power 
Water softener backflush 
Cooling tower water overflow 
Vulcanizer biowdown and condensate 
Cooling through spray water 
Hose pressure test and blow off 
Domestic uses - showers, toilets, 
lavatories, drinking fountains, 
janitors closets, food service 
machines. 

Testing laboratory 

None 
house separator 
None 
None 
South separator 
South separator 
South separator 

None 
None 

West 
West 
West 
West 
South 
South 
South 

South/North 
North 

Historically, this industry went on line in November, 1961, and 
originally treated only their sanitary wastewater via a 9000-gallon 
package activated sludge plant installed under SWB Permit 
1961-P-348. The discharge from this sanitary plant, which was 
located on the south end of the Gates property, entered Little Haw 
Creek as did the discharge of untreated industrial process 
wastewaters from the north and south ends of the plant which entered 
the north and south storm sewers mentioned above. Typically, oily 
wastes and apparently lead, were present in the south industrial 
discharge and high suspended solids were present in the north 
discharge. 

Following citation from the SWB, our files indicate Gates 
installed lift stations equipped with wet well belt oil skimmers, 
under SWB Permit 1967-EA-615, to treat the north and south 
industrial wastewater prior to discharge into the storm sewers. 
Also, under SWB Permit 1967-CA-526 a 20,000 gpd package plant, 
polishing lagoon and chlorlnation were added to the existing 
9,000 gpd plant, to provide further treatment of sanitary flows. 
These two package plants were then operated in parallel and 
discharged to the lagoon. 
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Under lEPA Permit 1972-IA-599-1 industrial and sanitary 
wastewaters were connected to a new GSD lift station tributary to 
the POTW. The south belt skimmer is still being operated as a 
pretreatment device. Apparently, the north device has been 
abandoned, but the pit still exists. Mr. Browning also believed 
that some of the north industrial wastewater may have been diverted 
to the south oil separator but this is unconfirmed. The old package 
plants and lagoon have been backfilled. 

Monitoring by GSD shows intermittent oil and lead excursions of 
local limits. 

Inspection of the south oil separator, which is a lift station 
wet well about lO'XlO'Xll' deep equipped with a belt rope skimmer 
surrounding 3 sides of the wet well discharge pipe, indicated the 
contents were gray in color. Little floating oil could be seen but 
some was being collected based on oil in the holding tank at the top 
of the skimmer. Emulsified oil may be contributing to the 
pretreatment excursions but apparently most of the oil comes from 
the cooling towers. The lead apparently comes from the vulcanizing 
(hose hardening) machines which utilize a temporary lead 
coating/lining process. 

The surface water storm sewer outlets were not inspected at the 
time of this visit but will be in the future. 

SUMMARY 

1. An updated sewer map is needed showing the location and 
discharge point of all sanitary, industrial and storm 
sewers and treatment facilities (1986 update attached which 
was received subsequent to this inspection). 

2. A National Pollutant Discharge Elimination System (NPDES) 
Permit application should be filed for storm water 
discharges. 

3. Additional pretreatment may be needed in order to 
consistently meet Galesburg Sanitary district local sewer 
discharge limits for oil and lead. 

4. The wastewater pretreatment facilities are not under the 
supervision of a Class K certified operator. 

5. An Agency construction permit was apparently not issued for 
the power house oil/water separator tank. 
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6. The company should continue to proceed with remediation of 
the January, 1990, oil spill. 

The above is to document this inspection. 

l^r^HJ lJo/^ni7>uy. 
fames E. Kammueller 

JEK/lb 

Attachment: Inspection Letter to Gates 
General Correspondence and GSD Permit 

cc:-Permit Section - Industrial Unit 
DWPC/CAS - OCU 
Peoria Files 



THE GALESBURG SANITARY DISTRICT 

27D0 WEST MAIN STREET 
GALESBURG, ILUNOIS 61401 

PHONE 342-0131 

June 29, 1990 

Mr. James E. Kammueller 
Illinois EPA 
5415 N. University Street 
Peoria, Illinois 61614 

Dear Jim, 

Thank you for allowing me to attend your inspection 
at Gates Rubber Co. I thought it was quite productive 
considering the length of time we were there. 

Enclosed please find a copy of the monitoring re
quirements for Gates Rubber and their most recent semi
annual report. Selenium, arsenic, chromium and nickel 
and cyanide each have local limits and are listed in the 
Gates permit but do not have self-monitoring requirements, 
which is indicated by a dash under sample frequency. Gates 
is monitoring for cadmium, FOG, copper, lead, zinc and 
daily flow in accordance with their permit. 

t̂r 

If you have any questions, please call. 

Yours truly, 

James P. Browning .7" 
District Superintendent 
THE GALESBURG SANITARY DISTRICT 

te 

JPB:njs 

enclosure 



SANITARY SEWER SAMPLING 
AT 

GATES RUBBER CO. 
GALESBURG, ILLINOIS 

CONDUCTED BY: BELING CONSULTANTS, INC. 
1001 - 16th Street 
Moline, Illinois 61265 
(309) 757-9800 

DATES: November 28, 1989 to December 1, 1989 

SAMPLING RESULTS: 

1) Composite Samples - combined sewer 

DAY 1 

Start Date/Time 
Finish Date/Time 

Cadmium 
Copper 
Lead 
Zinc 

City Water Meter 
(GPD)* 

11/28 10:50AM 
11/29 10:45AM 

mp/1 lbs/day* 

<0.005 <0.006 
0.08 O.IOl 
1.3 1.6 
0.392 0.493 

DAY 2 

11/29 10:45AM 
11/30 10:45AM 

DAY 3 

11/30 10:45AM 
12/01 10:40AM 

m 1 lbs/day* mg/l lbs/day* 

150,946 

2) Grab Samples - various locations 

<0.005 <0.006 
0.15 0.18 
1.3 1.6 
0.351 0.429 

146,608 

< 0.005 <0 .006 
0.09 0.11 
2.4 3.0 
0.525 0.651 

148,777 

Combined Sewer 
Power Plant West 
Power Plant 
Plant w/Skimmer 
North Side Sewer 

DAY 1 

13 
13 
<1 
174 
119 

OIL & GREASE, 
DAY 2 

14 
7 
6 
40 
18 

MG/L 
DAY 3 

67 
4 
<1 
32 

1167 

* Used in calculation of lbs/day 
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PART I - WASTKWATI'R DISCIIARCK LIMITATIONS 

MONITORING RICQUIRF'.MKNTS 

Applicable Federal Categofical Standards Rubber Manufacturing 

Subcategory G-Large Sized Extruded 

Code of Federal Regulations 40 CFR 428 

Standard Industrial Code (SIC) Number 3041 

During the period beginning February 28. 1990 and lasting 

until February 28. 1993 , the permittee Is authorized to 

discharge industrial wastewater limited and monitored by the permitee 

a:; specified below: ,̂  . , 
Maximum, Sample Sample 

Parameter mg/I (lb/day) Frequency Type 

Cadmium 0.1 - 3 days over "Composite 
2 wks/6 months 

Selenium 0.1 - - -

Fats, Oil & Grease 150 - 3 days over Grab 
2 wks/6 months 

Arsenic 0.11 (0.17) - Composite 

Chromium (Total) 4.2 (6.5) - Composite 

Copper 1.2 (1.8) 3 days over Composite 
2 wks/6 months 

Lead 3.4 (5.2) 3 days over Composite 
2 wks/6 months 

Nickel 0.91 (1.4) - Composite 

Zinc 2.3 (3.5) 3 days over Composite 
2 wks/6 months 

Cyanide 0.97 (1.5) - Grab 

Flow - - Record daily water 
meter when sampling 

Sampling Locati(.-n: Sampling manhole immediately upstream of 

the District's lift station _ ^ 

•'•Saiiipl es shall be collected during typical production days. 



J-ZiT- 76 03/09/1990 

James Browning 
District Superintendent 
The Galesburg Sanitary District 
2799 West Main Street 
Galesburg, IL 61401 

The Gate* Rubber Company 
999 South Broadway 
P.O. Box 5887 
Denver, Colorado 80217 
(303) 744-1911 

Dear Mr. Browning: 

In reviewing the information sent to you by the Illinois EPA, we were 
surprised to find that the percentage of national release was 1%. It 
is our understanding that the levels of lead in our effluent are well 
within the effluent standards based on the calculations made by our 
consultant for the semi-annual testing. However, we continue to 
strive to improve the quality of the effluent. 

The amount of lead reported on the 1987 TRI (1,500 lbs) was based on 
2 ppm of lead in 90 millions gallons of effluent. In 1988, we 
indicated we were in the 500 - 999 pounds reporting category. 

In 1989, accurate influent metering was used. Based on this metering 
data, it appears that our previous lead volumes were reported 
erroneously and should be: 632 pounds in 1987, 534 pounds in 1988 and 
699 pounds in 1989. 

If you have any further questions, please feel free to call me at 
(303) 744-4572. 

Randy Putnam 
Environmental Engineer 

cc: J.A. Doninger 
T. Ryant 
P.D. Mcfadden - AT&E 
Juris Laipenieks - AT&E 
Ernie Karger - PEPP 
Ed Hellmann - PEPP 
Mark Dutell - Galesburg 
Chuck Buchna - Galesburg 
Bob Seibert - Galesburg 

file: GLPB390.DOC 



The Gates Rubber Company 
Galesburg Division 

P.O.Box 1196 

Galesburg. Illinois 61402-1196 

(309) 343-7171 

Noventoer 20, 1989 y u < ^ /ys.z- '^ 'y 

Mr. James P. Browning 
District Superintendent 
Tlie Galesburg Sanitary District 
2700 West Main Street 
Galesburg, Illinois 61401 

Dear Jim: 

An application for the renewal of the Industrial Wetsteviater 
Discharge Permit is hereby submitted for The Gates Rubber 
Ccnpany, Galesburg Division, Galesburg, Illinois. 

Chuck Buchna, 
Plant Engineer 

cc: John Noonan 
E.W. Karger - Denver 

CB/jj 



APPLICATION 
FOR RENEWAL OF 

INDUSTRIAL WASTEWATER DISCHARGE PERMIT 
TO THE 

GALESBURG SANITARY DISTRICT 

1 . APPLICANTS NAME Ttie Gates Rubber Cotipany 

2 . STREET ADDRESS Route 150, Knoxville Road 

3 . LOCATION ( i f d i f f e r e n t from a d d r e s s ) Same 

SIC NUMBER 3041 

5 . Time and d u r a t i o n of d i s c h a r g e ( c o n t i n u o u s , 8 h r / d a y , 
s e a s o n a l , e t c ) 

Continuous 24 hr /day , 365 d a y s / y r . Manufacturing i s g e n e r a l l y 
conducted 5 days/wk. 

6 . A v e r a g e and maximum f low r a t e s i n c l u d i n g m o n t h l y and 
s e a s o n a l v a r i a t i o n s , i f any 

Review of 1988 water b i l l s show a nominal s teady flow wi th 9% 
i n c r e a s e dur ing the sutmer. 

7 . a ) L i s t e a c h p r o c e s s a c t i v i t y w h i c h r e s u l t s i n a d i s c h a r g e 
of w a s t e w a t e r 

- B o i l e r biowdown - Cooling through sp ray wate r 

- Aix r e c e i v e r biowdown - Hose p r e s su re t e s t and blow off 

- Water so f t ene r backflush - Domestic uses - showers, t o i l e t s , 
- Tower water overflow l a v a t o r i e s , d r i n k i n g foun ta in s , 

j a n i t o r s c l o s e t s , food s e r v i c e 
- Vulcanizer biowdown and condensate maciiines. 

b ) Number of e m p l o y e e s 

550 



8. a ) L i s t , where known, the n a t u r e and c o n c e n t r a t i o n of any 
p o l l u t a n t s in the d i s c h a r g e which a r e l i m i t e d by any 
l o c a l , S t a t e or F e d e r a l P r e t r e a t m e n t S t a n d a r d . L i s t on 
s e p a r a t e paper if n e c e s s a r y . 

There are no Federal pre-treatment standards for SIC 3041 rubber 

hose nonufacturing. 

9 . b) Are P r e t r e a t m e n t S t a n d a r d s b e i n g met on a c o n s i s t a n t b a s i s ? 
N/A 

9. Hours of o p e r a t i o n of the p l a n t 
24 hr/day 5 days/vd« 

10 . a) Ac tua l hours of o p e r a t i o n of p r e t r e a t m e n t system 
An endless hose type o i l skinmer operates 24 hrs/day. 

b) Name of lEPA c e r t i f i e d p r e t r e a t m e n t o p e r a t o r 

Skimmer i s operated under the supervision of Chuck Buchna, Plant Engineer. 

1 1 . Au tho r i zed r e p r e s e n t a t i v e of I n d u s t r i a l User 

Name: chuck Buchna 
A d d r e s s : The Gates Rubber Conpany, Highway 150, Knoxville Road, Galesburg, IL 
Phone: pgg) 345-5467 

12 . a ) Users sou rce of i n t a k e w a t e r 

Galesburg City Water 

b) Types of usage and d i s p o s a l s o u r c e s of water and 
volumes of each c a t e g o r y 

Water i s used for process, process cooling, steam generation, lawn ixrigatJjon, 
and domestic purposes. All waste water i s discharged to the Galesburg Sanitary 
D i s t r i c t . 30% of the incoming water i s los t to atmosphere via evaporation 
or to surface/ground water during occasional lawn i r r iga t ion . 



13. List raw materials and chemicals used in the manufacturing 
process which are capable of being discharged into the 
sewer and are present in quantities equal to or greater than 
55 gallon. 

Lead 

14. Location and NPDES Permit Number for any direct discharges 

None 

15. Description of the ultimate disposal of sludge from pre
treatment facilities, if applicable 

Waste oil from skimmer removed by Safety Kleen of Rock Island for 
blending into fuel oil. 

16. What changes, if any, have been made in industrial processes 
that resulted in a change in wastewater discharge since the 
current wastewater discharge permit was issued? 

None 

17, Describe any changes in industrial discharges since current 
wastewater discharge permit was issued 

None 



GALESBURG SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT PROGRAM 

FACT SHEET 

For the discharge into the Galesburg SaniLacy District's sewerage 
system by: 

The Gates Rubber Company 

Facility is a manufacturer of rrubber hoses, SIC 3041. I 

2 Discharge of industrial wastewater is continuous over a five 
day week, with minor amounts discharged on weekends. 

Facility is classified by U.S. EPA Regulations as a Rubber 
Manufacturer. At the present time there are no applicable 
federal pretreatmenL standards for existing .'sources under the 
appropriate subcategory. 

Concentration limitations are based upon an average flow 
of 185,000 gallons per wori\ing day. 

Any revision to the Spill Prevention Plan shall be submitted 
to the Galesburg Sanitary District. 
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GALESBURG SANITARY DISTRICT 

Industrial Wastewater Discharge Permit 

Company Name: The Gates Rubber Company 

Division Name (If applicable) 

Mailing Address 

Galesburg 

Knoxville Road, Highway 150 

Street of P. 0. Box 

Illinois 61401 

City 

Facility Address 

Galesburg 

State >̂. Zip Code 

Knoxville Road, Highway 150 

Street Address 

Illinois 61401 

City State & Zip Code 

The above Industrial User is authorized to tlischarge industrial 

wastewater to the Galesburg Sanitary District sewer system in 

compliance with the District's Ordinance Nuniijer 450, any 

applicable provisions of Federal or State law or regulations, and 

Ln accordance with discharge point(s), effluent limitations, 

monitoring requirements, and other conditions set forth herein. 

This permit is granted in accordance with the application filed 

on November 21 , 19S9 i" the office of the Galesburg 

Sanitary District, and in conformity with |>lans , specifications, 

and other data submitted to the District in support of the above 

application. 

Effective Date: February 28, 1990 

Expiration Date: February 28, 1993 

. r ^ " , ... 

.Super i iiteiulje^iL 
GALESBURG SANITARY DISTRICT 

• / r 
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PART I - WASTEWATER DISCHARGE i.lMITATIONS 

MON[TORINO REQUIREMENTS 

Applicable Federal Categorical Standards Rubber Manufacturing 

Subcategory G-Lacge Sized Extruded 

Code of Federal Regulations 40 CFK 428 

Standard Indutitrial Code (SIC) Number 3041 

During the period beginning February 28, 1990 and lasting 

until February 28, 1993 , the permittee is autliorized t,o 

discharge industrial wastewater limited and monitored by the permitee 

)Gcifled below: 

Parame ter III 
Maximurn, 
g/1 (lb/day) 

Sample Sample 
I'̂ requency Type 

Cadmium •" 0.1 

Selenium 0.1 

Fats, Oil & Grease 150 

3 days over "''-Composite 
2 wks/6 months 

Arsenic 

Chromium (Total) 

Copper ^ 

Lead ' 

Nickel 

Zinc 

Cyanide 

Flow 

0.11 (0.17) 

4.2 (6.5) 

1.2 (1.8) 

3.4 (5.2) 

0.91 (1.4) 

2.3 (3.5) 

0.97 (1.5) 

3 days over 
2 wks/6 months 

3 days over 
2 wks/6 months 
3 days over 
2 wks/6 months 

3 days over 
2 wks/6 months 

Grab 

Composite 

Composite 

Composite 

Composite 

Composite 

Composite 

Grab 

Record daily water 
meter when sampling 

.Sampling Locatic.-n: Sampling manhole immediately upstream of 

the District's lift station 

•-'-Saiiipies shall be collected during tyi)icai pi.-oduc t ion days 
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PART II - SPECIAL CONDITIONS/COMPLIANCE SCHEDULE 

The Industrial User shall develop, and submit to the 
District, within six (6) months of the effective date 
of this permit, and accidental spill prevention plan 
addressing the items listed in Section 300.135 of the 
Ordinance. The spill plan shall also include a site 
plan indentifying all above and below ground chemical 
storage tanks, buildings, sanitary and storm sewers. 

The Industrial User shall submit to the District any 
revision to the Spill Prevention Plan within 30 days 
following the effective date of the revised plan. The 
Spill Prevention Plan shall address the items listed 
in Section 300.135 of the Ordinance. 
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PART ITT - REPORTING REOUIRIMENTS 

Tiie Industrial User sliall notify the DLdtrict immediately 
upon discovery of any accidental discliar^e or deliberate 
slug discharge of compatible or incompatible pollutants 
which may cause interference at the i'OTW or v/ill pass throuj^h 
the POTW or violate requirements o t OL-dinance No. 450. Eoriual 
written notification discussing circumstances and remedies 
shall be submitted to the District v.'it!;!;; 15 tlays of the 
occurrence, as described in Section 300,135(C) of Ordinance 
No. 450. 

The Industrial User shall notify the in.strict, in writing, 
30 days prior to tlie introduction of new wastewater or 
pollutants or any substantial change in the volume oc 
ciiarac teris tics of the wastewater being introduced into the 
POTW from the User's industrial [jrocesje.-j , as outlined in 
Section 500.110(B) of the Ordinance. 

The Industrial User shall control pL-oduction of all discharges 
to the extent necessary to maintain couipl iance v/ith all 
applicable regulations upon reduction, loss, or failure of 
its pretreatment facility or processes, until sucii facility 
or procej.;es are restored or an alternative method of 
treatment i-s provided. Any Industrial User that experiences 
an upset in its pretreatment facility or processes, that results 
in a temporary state of non-compliance \.'ith wastewater discharge 
Limits contained in this permit or other limitations specified 
in the District's Ortlinance, shall notily the District 
immediately upon discovery. l'\>rmal written notification 
discussing c Lrcurns Lances and reined i lis shall be sul)iiii t ted 
to the District williin 15 days of discovery. 

The Industrial User is rec|uired to sul)iiiit to the District 
Semi-annual reports on the results of its samiiling of the 
pollutants specified in l̂ art I of this [>ermit. This report 
shall also contain monthLy flow records trom either sewer 
monitoring records or from the potable water meter. These 
reports are to be submitted no later tlian June 30 and 
December 31, of each year. 

All reports shall L̂e submitted to the foLlowing address: 

District Superintendent 
The Galesburg Sanitary District 

2700 West Main Street 
Galesburg, Illinois 61401 



Page 5 of 7 

PART LV - STANDARD CONDITIONS 

The Industrial User shall comply with all tlie general 
prohibitive discharge standards in Section 300.105 of tlie 
District's Ordinance. 

Right of Entry - The Industrial User shall allow the District 
or its representatives, exhibiting i)ru|)(.jr credentials anci 
identification, to enter upon the premises of the User, at 
all reasonable hours, for the purposes of inspection, 
sampling, or records insijection. \Jhere a User has security 
measures in force which require 
security guards before entry of 
representatives, the User shall 
request from the District. 

prior arrangements with its 
District personnel or its 
make such arrangements upon 

Records Retention 
for 

_ 'he Industrial User shall retain and 
less tlian three (3) years, any records. preserve tor no 

books, documents, memoranda, reports, correspondence and any 
and ail summaries thereof, relating to monitoring, sampling 
and chemical analyses made by or in behalf of the User in 
connection with its discharge. 

All records that pertain to matters that are the subject of 
special orders, or any other enforcement or Litigation 
activities brought by the District, shaLl be retained and 
preserved by the Industrial User until all enforcement 
activities have concluded and all periods of limitation with 
respect to any and all appeals have expired. 

Confidential Information - Except for d^ia determined to be 
confidential under Section 500.140 of the District's Ordi
nance, all reports recjuired by this î ermit shall be available 
for public inspection at the office of tlie District Superin
tendent . 

Recording of Results - For each mea.sureinent or sample taken 
pursuant to the requirements of tliis permit, the User shall 
record tlie follov^ing information: 

The exact place, date and time ol" .s£iiiip L ing 
The dates the analyses were [)erforiiii;d 
The person(s) who performed the £inalyses 
The results of all required .ina i.ysus 
Applicable water or wastewater inciter readings 
to determine daily wastewater usam;. 

file:///Jhere
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6. Dilution - No Industrial User shall increase the use of 
potable or process water or in any way attempt to dilute a 
discharge as a partial or complete substitute for adequate 
treatment to achieve com[)liance with the limitations contained 
in this permit. 

7. Proper Disposal of Pretreatment Sludges and S|)ent Chemicals 
The disposal of sludges and spent cliemicals generated shall 
be done in accordance with Section 405 of the Clean Water Act 
and subtitles C and 1) of the Resource Conservation and 
Recovery Act. 

a. Signatory Requirements - All reports by this permit shall be 
designed by a princi[)al executive officer of the User, or his 
designee. 

9. Revocation of Permit - Any User who violates any conditions 
outlined in Section 600.105(a) of Ordiiumce No. 450, may 
cause the District to institute the I'rocuclures for Revocation, 
as outlined in Section GOO.105(b) of tin..; same Ordinance. 

10. Limitation on Permit Transfer - Wastewater discharge permits 
are issued to a sped fie Indus trial MtL:r for a specific 
operation and are not assignable to another User or trans-
ferrable to any other location without jirior written approval 
of the District. Sale of a User slui 1 1 obLigate the purchaser 
to seek prior written aj^proval of the District for continued 
discharge to the sewage system. 

Ll. Modification or Revision of the Permit 

b. 

The terms and conditions of this p>.rrmit may be sul)ject 
to modification by the District £i t any time as limitations 
or requirement.s , as identified in the District Ordinance, 
are iitodified or other just cause e?Qits. 

This permit may al.so be modified to incorporate special 
co;id i tions resulting from the issuance of a special 
order. 

c. The terms and conditions may be modified as a result of 
EPA promulgating a new feileral i)i:e t rea tmen t standard. 

d. Any permit modifications which result in new conditions 
in tlie i)ermit shall Include a reasonable time schedule 
for com[)Lianc(j if necessary. 

e. The User may appeal any modification or revision to this 
permit as outlined in Section 500.118 of Ordinance No. 
450. 



Page 1 oi. 1 

12 

L3 

Duty to Reapply - Within ninety (90) days of the expiration 
date of this permit, the Industrial User stialL reapply for 
reissuance of the permit. 

Severability - The provisions of this |)eriiiit are serverable. 
If any provision of this permit or the ap[)lication of any 
provision of this permit to any circumstance is held invalid, 
the application of such provision to other circumstances and 
the remainder of this permit shall not be affected thereby. 

14. Property Rights - The issuance of this pi.:rniit does not convey 
any properly rights in either real or personal property, or 
any exclusive privileges, nor does it authorize any invasion 
of personal rights, nor any infringement of Federal, State or 
local regulations. 
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THE GALESBURG SANITARY DISTRICT 

2700 WEST MAIN STREET 
GALESBURG. ILLINOIS 61401 

PHONE 342-0131 

January 15, 1990 

Mr. Chuck Buchna 
The Gates Rubber Company 
P.O. Box 1196 
Galesburg, Illinois 61402-1196 

Dear Chuck, 

Enclosed please find your renewal Industrial Waste
water Discharge Permit, which becomes effective February 28, 
1990 and expires February 28, 1993. Sampling and reporting 
requirements remain unchanged from the previous permit. A 
condition has been added on page 3, which requires you 
to keep the District informed of any modification to your 
Spill Prevention Plan. 

If you have any questions, do not hesitate to call. 

Yours truly, 

/James P. Brownin^y 
District Superintendent 
The Galesburg Sanitary District 

/l-;///•'/ 

JPB:njs 

Enclosure 
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i yî S It! S o 

i sg^Sl 

^ ! ^ ia as 
i l l s a .-̂s 

i " S P 

^ t ^ 5» W 4*J [ l i 

ssi<«Saltf 

3 u z iM a 

1 ° a i a ® ¥># .— 

= ^TS' t 
a 

A 

J 

J 3 a 
u. •̂ a 

iii 
ai^ 

ii 

s 
s 
« 

^ s 

• ^ 

» 
fl 
s 

§ 
» 
SI 
s 

ill 
s 
s 
^ 

s 
s 

i i IS 

S 
S 

s 
8 

s 
s 
a. 

8 
S 

a 

3 ; 

8 
!Ji 

a 
s 

m 
a 
s 

i 

1 1 ^ 

ss 




